* PRE-START *

POWER SUPPLY/PACK

	POTENTIAL HAZARDS
· SEVERE ELECTRIC SHOCK

· FIRE

· EXPLOSION


1. Ensure that the power supply is placed in an area with adequate clearance (minimum 6 cm) on all sides.  Vents must be unobstructed so the unit does not overheat.
2. Locate away from sinks and other water sources.
3. Locate away from areas where solvents & vapours are present.
4. Ensure electrical supply corresponds to requirements, including proper grounding.
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